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Abstract 

× This SOP explains how to configure the EKI-633x & EKI -136x-BE 

to build up the wireless connection and set the VCOM mode on 

EKI -136x-BE for collecting data from the SCADA PC  

× Related products:  

EKI-633x, EKI-136x-BE 

× Requirement: EKI-6332 & EKI-136x-BE, PC install EKI utility  

 

 

 

  

 



Topology 
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EKI-6332GN Configuration Flow chart 
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Device Basic Setting 

Use Default ñBridgeò mode 



TCP/IP Setting 

IP Setting 



Wireless Basic Setting  

Set to AP mode 

Give SSID 

Select channel based on site 

survey result.  

Adjust the output power 

Adjust the value as 

same as your Antenna 

gain  

(default antennas 5dBi) 



Wireless Basic Setting  

Select the security profile 



Security Setting  

Security setting 



Reboot the Device 

AP_192.168.1.1 

Reboot the device  
and wait for starting  
the WiFi service   



NB 

LAN/WLAN Port  
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Operation Mode 

Ethernet 

Step 1 :Connect the EKI-136x-BE via Ethernet cable to config EKI 
Step 2 : follow the flow chart to set up EKI step by step.  

EKI Setting flow chart 

EKI-136x-BE 



LAN/WLAN configuration on Utility 

2.Config 

LAN/WLAN IP to 

be the same 

subnet as the PC. 

Then, press ñapplyò 

button.  

1.EKI Utility will 

able to scan the 

EKI-136x-BE 

3.Click on Launch 

browser to go the 

WebGUI. 

Å Note: Please make sure the Utility version is 3.01 upper. You can refer the following link for latest 

FW version information. 

http://support.advantech.com/support/DownloadSRDetail_New.aspx?SR_ID=1-

1FLDMSV&Doc_Source=Download 

Å Note: The LAN IP interface & WLAN IP interface are bridge together in the EKI-136x-BE. Therefore, 

there is only one IP (LAN Interface)you could set on the EKI utility. You wonôt see the WLAN IP 

setting interface. 
 

 


